Certificate of Conformity

arrowhead
Certificate N2 2880-007-22012

Manufacturer Catalina Cylinders

Manufacturer’s Mark

Address 12452 Monarch / 7300 Anaconda Avenue
Garden Grove, California, 92841

USA i

i

Country

CATALINA

PED 2014/68/EU
ISO 7866:2012

Regulation[s]: Applied Module[s]:

Design Specification:

B+F

Inspection Body: Arrowhead Industrial Services (EU), Lda

Address:
3810-744 Aveiro. Portugal

2880
2880-007-2007-1

Identification Number:
Type Approval N2:

Aveiro Business Center. Rua da Igreja 79, N. Sra. De Fatima,

Inspector’s Mark A

Cylinder Type: Seamless Aluminium Alloy
Drawing N2: S80.3 — 207 bar Fam
Manufacturing Serial N2: From: GV0015382 To: GV0015884
Excluding: GV0015642
Total Tested: 503 Total Accepted: 502
Customer STOCK
Address
Country

The undersigned hereby declare that the Conformity Assessment Requirements of the above
referenced Regulations have been carried out satisfactorily and that the cylinders accepted conform

to the Design Specification. Test reports are supplied separately.

General Remarks:

Date of Inspection: Signature

Inspector:

April 21, 2022
Kip Wirtzfeld

Cedmr—B)

Approved by: E"“'h" E Signature
Beatriz Campos I:.-:.]_"-"!l"if._;-_ A\
1 -I' o ncr:dltagaa

Certifying Inspector

10126
i ISO/EC 17020
i inspecéo

Arrowhead Industrial Services EU

Pl

2|

Digitally signed by Beatriz
Campos

DN: cn=Beatriz Campos,
ou=Arrowhead Industrial
Services EU,
email=certificates@arrowh
eadis.com, c=PT

Date: 2022.05.03 08:52:09
+01'00'

100-110-AIS-PED-CC/10 May not be reproduced

in full without approval from Arrowhead Industrial Services




CArALINA
CYUINDERS

Declaration of Conformity
According to Directive 2014/68/EU ( PED )
For Pressure Equipment
Catalina Cylinders Inc.
Herewith declares, that the Pressure Equipment
Seamless Extruded Aluminum Cylinders
(Model $80.3, 77.4 cuft, PT 311bar)

Serial Numbers: GV0015382—- GVV0015884
Excluding: GV0015642
Year of Manufacturing: 2022

Volume: 77.4 cuft
Test Pressure: 311 bar
Test Medium: Water

Conform to the Pressure Equipment Directive 2014/68/EU

Type Approval No: 2880-007-2007-1
EC Certificate of Conformity Number: 2880-007-22012
Applied standard: ISO 7866:2012

Notified body engaged for monitoring of the quality system:
Arrowhead Industrial Services (EU) Lda
Notified Body Number 2880

Catalina Cylinders Inc. Garden Grove, California, USA

TR o

Miguel Garay
Quality Assurance Manager
April, 2022

WORLD CLASS PRODUCTS. FIRST CLASS SERVICE.™

TEL (714) 890-0999 e FAX (714) 890-1744
www.catalinacylinders.com
7300 Anaconda Avenue, Garden Grove, California 92841



DATE: 04-25-2022

CERTIFICATE OF CONFORMANCE
Application of ISO 7866:2012

Seamless Aluminum Cylinders Model No. S80.3

MANUFACTURED FOR: STOCK

MANUFACTURED BY: CATALINA CYLINDERS,

7300 ANACONDA AVENUE, GARDEN GROVE, CALIFORNIA 92841

QUANTITY: 502

SERIAL NUMBERS: GV0015382 TO GV0015884
EXCLUDING: GV0015642

BATCH NUMBER(S): BF029, BF030, BF031 HEAT NUMBER(S): YO1

TECHNICAL DATA:

Service Pressure: 207Bar Test Pressure:

Nominal Size 184.2 mm OD Minimum Wall:

659.0 mm Long (without cap and without valve)

Nominal Volumetric Capacity: 11.1 Liters

MODEL:

311 Bar

12.1 mm

CONSTRUCTION:  Backward Extrusion to Form a Seamless Shell, the open end is closed by swaging.

580.3

MATERIAL AND HEAT TREATMENT:  AA Alloy Designation 6061A. Solution Treatment and Artificial Aging to the

6061 T6 Condition

STAMP MARKING: Markings as noted on layout attached to this certificate.

I hereby certify that I have determined the cylinders covered by this Certificate of Conformance have been
manufactured in accordance with the requirements of I1SO Standard ISO 7866:2012, and have passed all the

inspections and tests required by this ISO Standard.
Remarks: COLTRI SUB

CATALINA CYLINDERS
Garden Grove, CA

Signedz/@/ _,///\

Inspe
Date: 04-25-



PRODUCTION TEST DATA

Measurement of Cylinders

Batch No. Serial Numbers Water Capacity Minimum measured thickness
BF029, GV0015382- 100% Inspected all 100% Wall Thickness 100% Base Thickness
BF030,BF031 GV0015884 capacities 11.1L or Inspected al.l gbove Inspected a!l gbove 18.7 mm
greater 12.1 mm minimum minimum
Mechanical Testing
Batch . Flattening | Burst Test Burst Test Hard
No. Serial Numbers Cast No. Yield Stress Tensile Elongation Test Serial No. (Bar) ardness
(Mpa) Stress (Mpa) Yo
BF029 GV0015382- YO1 298.8 349.0 13.4 OK N/A 534.7 OK
GV0015578
295.9 347.1 13.6
BIF030 GV0015579- YO1 303.8 354.6 14.2 OK N/A 548.4 OK
GV0015709
304.8 354.6 14.7
BF031 GV0015710- YO1 305.5 360.7 13.2 OK N/A 555.7 OK
GV0015778 '
304.9 360.9 13.5
BI030 GV0015779- YO1 303.8 354.6 14.2 OK N/A 548.4 OK
GV0015846
304.8 354.6 14.7
BF031 GV0015847- YOl 305.5 360.7 13.2 OK N/A 555.7 OK
GV0015884
304.9 360.9 13.5
Record of Chemical Analysis of Material for Cylinders
HEAT NO TYPE OF ANALYSIS CHEMICAL ANALYSIS
(HeAT CODE) (LADLE OR CHECK) Si Fe Cu Mn Mg Cr 7n Ti Pb Bi
YOI LADLE 59 .16 .30 .03 .89 076 .00 01 .001 .000

Date: 04-25-2022

Place: GARDEN GROVE, CALIFORNIA USA

Signature: 4,///\

On behalf of Catalina Cylinders




RECORD OF RESIDUAL HYDROCARBON TESTING

(In Accordance with Fed Spec. RR-C-901D)

Lot No. Serial Number Total Hydrocarbons Regulatory Level
(mg) Allowed (mg)
~ BF029 GV0015538 1.41 9.00
~ BF030 GV0015579 7.14 9.00
BF029 GV0015710 3.33 9.00

Certificate of Residual Hydrocarbon Testing are on file at Manufacturer.

Certifying Entity: South Coast Pollution Control

This record of Residual Hydrocarbon Testing is provided for informational purposes only, it is not to be
considered a part of the Certificate of Compliance and Test Report to which it is attached, and has not been

certified or verified by T.H. Cochrane Laboratories, Ltd.




Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1 4/21/2022
Manufacturer: Catalina Cylinders/Garden Grove

Independent Inspector: T.H. Cochrane Labs 11:04:36AM
Cylinder Type: - S80-£2-33 Test Station: Hydro 4
Test Pressure: 4500

i Actual Total Perm Ratio Empty Full Volume  Pass Test
Serial Number Lot No. Jacket Expan Expan Perm/Tot Weight Weight Cap_acity or Fail Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs)  (cu-in)

4500 6450 0.00  00.0  31.30 5595  683.79  Pass 4/21/2022
4500 6450 0.00 000 3138 5605 68435  Pass 4/21/2022
4500 64.00 0.00  00.0 3140 56.05  683.79  Pass 4/21/2022
4500 64.30 000 000 3132 5595 68324  Pass 4/21/2022
4500 6470 0.00 000  31.34 5585  679.91  Pass 4/21/2022
4500 6460 0.00 000 3136 5595 68213  Pass 4/21/2022
4500 6470 0.00 000 3136 56.00 68351  Pass 4/21/2022
4500 6480 0.00  00.0 3138 56.00 682.96  Pass 4/21/2022
4500 6420 0.00 000 3140 56.00 68240  Pass 4/21/2022
4500 6460 0.00 000 3138 56.05 68435  Pass 4/21/2022
4500 6530 020  00.3  31.36 56.00 68351  Pass 4/21/2022
4500 6520 0.00 00.0 3140 56.00 68240  Pass 4/21/2022
4500 6430 000 000 3140 56.05  683.79  Pass 4/21/2022
4500 6460 000 000  31.36 56.05 68490  Pass 4/21/2022
4500 6390 0.00 000 3138 56.00 682.96  Pass 4/21/2022
4500 64.40 000 000 3136 56.00 68351  Pass 4/21/2022
4500 65.00 000 00.0 3138 56.00 68296  Pass 4/21/2022
4500 6480 0.00 000  31.36 56.00 68351  Pass 4/21/2022
4500 64.40 0.00 000 3136 56.00 68351  Pass 4/21/2022
4500 6460 0.00 000 3136 5595 68213  Pass 4/21/2022
4500 64.00 000 000 3136 56.00 68351  Pass 4/21/2022
4500 6430 000 000  31.36 56.00 68351  Pass 4/21/2022
4500 6470 0.00 000 3144 5590  678.52  Pass 4/21/2022
4500 6450 0.00  00.0 3132 5590  681.85  Pass 4/21/2022
4500 6420 000 000 3132 56.15  688.78  Pass 4/21/2022
4500 6430 0.00 000 3134 5595  682.68  Pass 4/21/2022
4500 6380 000 000 3132 5595  683.24  Pass 4/21/2022
4500 64.00 0.00 00.0 3144 5595  679.91  Pass 4/21/2022
4500 6450 0.00 000 3142 5590  679.08  Pass 4/21/2022
4500 6400 0.00 000  31.40 56.00  682.40  Pass 4/21/2022
4500 6430 000  00.0 3140 56.05  683.79  Pass 4/21/2022
4500 6470 0.00 000 3136 56.05  684.90 Pass 4/21/2022
4500 6420 0.00 00.0 3138 56.00 682.96  Pass 4/21/2022
4500 6450 0.00 000  31.40 56.00 68240  Pass 4/21/2022
4500 6490 0.00 000 3128 56.05  687.12  Pass 4/21/2022
4500 6480 0.00 000 3138 56.00 682.96  Pass 4/21/2022
4500 6450 0.00 000  31.40 5595  681.02  Pass 4/21/2022
4500 6460 0.00 00.0 3134 5610  686.84  Pass 4/21/2022
4500 6440 000  00.0 3138 56.10 68573  Pass 4/21/2022
4500 6460 0.00 00.0 3138 56.00 682.96  Pass 4/21/2022
4500 65.00 0.00 000 3130 56.05 68657  Pass 4/21/2022
4500 6490 0.00 000  31.40 56.00 68240  Pass 4/21/2022

GV0015382 BF029
GV0015383 BF029
GV0015384 BF029
GV0015385 BF029
GV0015386 BF029
GVv0015387 BF029
GV0015388 BF029
GV0015389 BF029
GV0015390 BF029
GV0015391 BF029
GV0015392 BF029
GV0015393 BF029
GV0015394 BF029
GV0015395 BF029
GV0015396 BF029
GV0015397 BF029
GV0015398 BF029
GV0015399 BF029
GV0015400 BF029
GV0015401 BF029
GV0015402 BF029
GV0015403 BF029
GV0015404 BF029
GV0015405 BF029
GV0015406 BF029
GV0015407 BF029
GV0015408 BF029
GV0015409 BF029
GV0015410 BF029
GVv0015411 BF029
GV0015412 BF029
GV0015413 BF029
GV0015414 BF029
GV0015415 BF029
GV0015416 BF029
GV0015417 BF029
GV0015418 BF029
GV0015419 BF029
GV0015420 BF029
GV0015421 BF029
GV0015422 BF029
GV0015423 BF029
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Record Of Hydrostatic Testing
In accordance with CGA Pamphlet C-1

Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs

4/21/2022

11:04:36AM

Cylinder Type:  580-E2-33 Test Station: Hydro 4
Test Pressure: 4500
; i Empt Full Volume Test
Serial Number Lot No. Jaﬁlget Actual g?(f;n Eiggﬂ gg::(TJVTot Wei%i{t Weight  Capacity Era EZH Date
~ (psi) (cc)  (co) (%) (Ibs) (Ibs)  (cu-in)
GV0015424 BF029 1 4500 64.40 0.00 00.0 31.40 56.00 682.40 Pass 4/21/2022
GV0015425 BF029 2 4500 64.70 0.00 00.0 31.38 56.10 685.73 Pass 4/21/2022
GV0015426 BF029 3 4500 64.00 0.00 00.0 31.38 56.05 684.35 Pass 4/21/2022
GV0015427 BF029 4 4500 64.30 0.00 - 00.0 31.40 56.05 683.79 Pass 4/21/2022
GVv0015428 BF029 5 4500 64.60 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015429 BF029 6 4500 64.60 0.00 00.0 31.38 56.05 684.35 Pass 4/21/2022
GV0015430 BF029 1 4500 64.40 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015431 BF029 2 4500 64.70 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015432 BF029 3 4500 63.80 0.00 00.0 31.40 56.00 682.40 Pass 4/21/2022
GV0015433 BF029 4 4500 64.30 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015434 BF029 5 4500 64.70 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015435 BF029 6 4500 64.40 0.00 00.0 31.36 56.10 686.29 Pass 4/21/2022
GV0015436 BF029 1 4500 64.50 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015437 BF029 2 4500 64.60 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015438 BF029 3 4500 64.20 0.00 00.0 31.34 55.95 682.68 Pass 4/21/2022
GV0015439 BF029 4 4500 64.40 0.00 00.0 31.40 56.00 682.40 Pass 4/21/2022
GV0015440 BF029 5 4500 64.50 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015441 BF029 6 4500 64.60 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015442 BF029 1 4500 64.40 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015443 BF029 2 4500 64.80 0.00 - - 00.0 31.38 56.00 682.96 Pass 4/21/2022
GV0015444 BF029 3 4500 63.90 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015445 BF029 4 4500 64.40 0.00 00.0 31.38 56.05 684.35 Pass 4/21/2022
GV0015446 BF029 5 4500 64.60 0.00 00.0 31.38 56.00 682.96 Pass 4/21/2022
GV0015447 BF029 6 4500 64.70 0.00 00.0 31.30 56.00 685.18 Pass 4/21/2022
GV0015448 BF029 1 4500 64.50 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015449 BF029 2 4500 64.70 0.00 00.0 31.34 55.95 682.68 Pass 4/21/2022
GV0015450 BF029 3 4500 64.00 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015451 BF029 4 4500 64.60 0.00 00.0 31.40 56.00 682.40 Pass 4/21/2022
GV0015452 BF029 5 4500 64.70 0.00 00.0 31.44 56.00 681.29 Pass 4/21/2022
GV0015453 BF029 6 4500 64.40 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015454 BF029 1 4500 64.20 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015455 BF029 2 4500 64.80 0.00 00.0 31.30 56.00 685.18 Pass 4/21/2022
GV0015456 BF029 3 4500 64.40 0.00 00.0 31.40 55.95 681.02 Pass 4/21/2022
GV0015457 BF029 4 4500 64.30 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015458 BF029 5 4500 64.90 0.00 00.0 31.38 56.00 682.96 Pass 4/21/2022
GV0015459  BF029 6 4500 6480 000 . 000 3134 56.00  684.07  Pass 4/21/2022
GV0015460 BF029 1 4500 64.50 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015461 BF029 2 4500 64.70 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015462 BF029 3 4500 64.10 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015463 BF029 4 4500 64.60 0.00 00.0 31.30 56.00 685.18 Pass 4/21/2022
GV0015464 BF029 5 4500 65.10 0.00 00.0 31.32 55.95 683.24 Pass 4/21/2022
GV0015465 BF029 6 4500 65.00 0.00 00.0 31.36 55.95 682.13 Pass 4/21/2022
Page 2 of 5 ﬁ [\) gf@



Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1 4/21/2022
Manufacturer: Catalina Cylinders/Garden Grove

Independent Inspector: T.H. Cochrane Labs 11:04:36AM
Cylinder Type:  S80-E2-33 c T Test Station: Hydro 4
Test Pressure: 4500
i Actual Total ~ Perm Ratio ~ Empty  Ful — Volume pass  Test
Serial Number - LotNo.  Jacket 17 Expan Expan Perm/Tot Weight — Weight Capacity orFail —Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)

4500 6450 0.00 000 3138 56.00 68296  Pass 4/21/2022
4500 6470 000 000  31.34 56.05 68546  Pass 4/21/2022
4500 6430 0.00 000  31.42 5505 68046  Pass 4/21/2022
4500 64.40 0.00 000  31.40 56.05 68379  Pass 4/21/2022
4500 64.80 0.00 000  31.36 56.00  683.51  Pass 4/21/2022
4500 64.60 0.00 000 3138 56.00  682.96  Pass 4/21/2022
4500 64.40 0.00 000  31.32 56.00  684.62  Pass 4/21/2022
4500 6460 0.00 000 3138 5590  680.18  Pass 4/21/2022
4500 6420 0.00 000  31.40 56.00 68240  Pass 4/21/2022
4500 64.40 0.00 000  31.36 56.00  683.51  Pass 4/21/2022
4500 64.80 0.00 000  31.38 56.00  682.96  Pass 4/21/2022
4500 64.90 0.00 . 000 3142 56.00 681.85  Pass 4/21/2022
4500 64.60 0.00 000 3142 56.05 68324  Pass 4/21/2022
4500 6470 0.00 000  31.40 56.00  682.40  Pass 4/21/2022
4500 6420 0.00 000 3144 56.05  682.68  Pass 4/21/2022
4500 6420 000 000  31.38 56.05  684.35  Pass 4/21/2022
4500 65.00 0.00 000  31.32 56.00 68462  Pass 4/21/2022
4500 64.80 0.00 000 3140 56.00 68240  Pass 4/21/2022
4500 6410 0.00 000  31.38 56.10  685.73  Pass 4/21/2022
4500 6450 0.00 000  31.40 56.10  685.18  Pass 4/21/2022
4500 6420 0.00 000  31.32 56.05  686.01  Pass 4/21/2022
4500 6440 000 000 3138 55.95 68157  Pass 4/21/2022
4500 64.80 0.00 000  31.38 56.00 682.96  Pass 4/21/2022
4500 6450 0.00 000  31.36 56.00  683.51  Pass 4/21/2022
4500 6430 0.00 000  31.38 56.00  682.96  Pass 4/21/2022
4500 6440 0.00 000  31.36 56.00 68351  Pass 4/21/2022
4500 64.30 0.00 000 3136 56.00  683.51  Pass 4/21/2022
4500 6450 0.00 000  31.42 56.00 68185  Pass 4/21/2022
4500 6470 0.00 000  31.36 56.05  684.90  Pass 4/21/2022
4500 6450 0.00 000 3140 56.00 68240  Pass 4/21/2022
4500 6450 0.00 000 3140 56.15  686.57  Pass 4/21/2022
4500 6460 0.00 000  31.36 56.05  684.90  Pass 4/21/2022
4500 6430 0.00 000 3140 56.00  682.40  Pass 4/21/2022
4500 6450 000 000  31.32 56.00 684.62  Pass 4/21/2022
4500 6510 0.00 000 3140 5500  679.63  Pass 4/21/2022
4500 64.80 000 000 3138 56.00  682.96  Pass 4/21/2022
4500 6430 000 000  31.36 56.00  683.51  Pass 4/21/2022
4500 6450 0.00 000 3138 56.00  682.96  Pass 4/21/2022
4500 6410 000 000  31.40 56.00  682.40  Pass 4/21/2022
4500 6420 000 000 3138 56.00  682.96  Pass 4/21/2022
4500 6470 0.00 000 3140 56.00  682.40  Pass 4/21/2022
4500 6450 000 000 3134 56.00  684.07  Pass 4/21/2022

GV0015466 BF029
GV0015467 BF029
GV0015468 BF029
GV0015469 BF029
GV0015470 BF029
GV0015471 BF029
GV0015472 BF029
GV0015473 BF029
GV0015474 BF029
GV0015475 BFO029
GV0015476 BF029
GV0015477 BF029
GVv0015478 BF029
GV0015479 BF029
GV0015480 BF029
GV0015481 BF029
GV0015482 BF029
GV0015483 BF029
GV0015484 BF029
G\V0015485 BF029
GV0015486 BF029
GVv0015487 BF029
GV0015488 BF029
GV0015489 BF029
GV0015490 BF029
GV0015491 BF029
GV0015492 BF029
GV0015493 BFO029
GV0015494 BF029
GV0015495 BF029
GV0015496 BF029
GV0015497 BF029
GV0015498 BF029
GV0015499 BF029
GV0015500 BF029
GV0015501 BF029
GV0015502 BF029
GV0015503 BF029
GV0015504 BF029
GV0015505 BFO029
GV0015506 BF029
GV0015507 BF029
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Record Of Hydrostatic Testing

In accordance with CGA Pamphiet C-1 4/21/2022
Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs
Cylinder Type:  S80-E2-33 Test Station: Hydro 4
Test Pressure: 4500

11:04:36AM

- Actual Total  Perm Ratio Empty  Full Volume Pass  Test
SerialNumber Lot No.  Jacket Expan Expan Perm/Tot Weight Weight Capacity orFail  Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)

4500 6440 0.00 000 3140 56.00 68240  Pass 4/21/2022
4500 6450 0.00  00.0 3140 56.00 682.40  Pass 4/21/2022
4500 6390 0.00 000 3142 56.05 68324  Pass 4/21/2022
4500 6420 0.00 00.0 3140 56.05  683.79  Pass 4/21/2022
4500 6470 0.00 00.0 3138 56.00 682.96  Pass 4/21/2022
4500 6460 000 000 3138 56.00 68296  Pass 4/21/2022
4500 6400 0.00 000 3138 5590 68018  Pass 4/21/2022
4500 6440 0.00 00.0 3138 56.05 68435  Pass 4/21/2022
4500 64.00 000  00.0 3138 56.00 682.96  Pass 4/21/2022
4500 6420 0.00 000 3140 56.00 68240  Pass 4/21/2022
4500 6480 0.00 000 3134 56.00  684.07 Pass 4/21/2022
4500 6450 0.00 000 3132 5590  681.85  Pass 4/21/2022
4500 6460 0.00  00.0 3136 5595 68213  Pass 4/21/2022
4500 6470 000 Q0.0  31.32 56.00  684.62  Pass 4/21/2022
4500 64.40 000  00.0 3140 56.00 68240  Pass 4/21/2022
4500 6450 0.00 00.0 3136 56.00  683.51  Pass 4/21/2022
4500 6500 0.00 000 3138 56.05  684.35  Pass 4/21/2022
4500 6480 0.00 000 3138 56.05  684.35  Pass 4/21/2022
4500 6430 000 000 3138 56.00 682.96  Pass 4/21/2022
4500 6460 0.00 000 3136 56.00 68351  Pass 4/21/2022
4500 64.00 000 000 3138 56.00  682.96  Pass 4/21/2022
4500 6440 0.00 000 3134 56.00  684.07  Pass 4/21/2022
4500 6490 000 000 3136 56.00 68351  Pass 4/21/2022
4500 6500 010 002  31.38 5590 68018  Pass 4/21/2022
4500 6430 000  00.0 3128 56.10 68851  Pass 4/21/2022
4500 6480 010 002 3144 56.05  682.68  Pass 4/21/2022
4500 6430 0.00 000 3134 56.00  684.07  Pass 4/21/2022
4500 6450 0.00 000 3134 56.00  684.07  Pass 4/21/2022
4500 6470 0.00 00.0 3136 5595 68213  Pass 4/21/2022
4500 64.70  0.00 Q0.0 3132 5595 68324  Pass 4/21/2022
4500 6420 0.00 0.0 3132 56.05  686.01  Pass 4/21/2022
4500 6440 000  00.0 3142 56.00 681.85  Pass 4/21/2022
4500 64.00 000 000 3134 56.00  684.07  Pass 4/21/2022
4500 6410 0.00  00.0 3136 5595 68213  Pass 4/21/2022
4500 6440 0.00 00.0 3132 56.05  686.01  Pass 4/21/2022
4500 6470 0.00 000 3136 5595 68213  Pass 4/21/2022
4500 6470 0.00 00.0 3130 56.00 68518  Pass 4/21/2022
4500 6490 020  00.3 3138 56.05  684.35  Pass 4/21/2022
4500 6420 0.00 000 3132 56.00 684.62  Pass 4/21/2022
4500 6470 0.00 00.0 3134 5595  682.68  Pass 4/21/2022
4500 65.00 020 003 3136 56.00 683.51  Pass 4/21/2022
4500 6500 030 005 3138 56.00 682.96  Pass 4/21/2022

GV0015508 BF029
GV0015509 BF029
GV0015510 BF029
GV0015511 BF029
GV0015512 BF029
GV0015513 BF029
GV0015514 BF029
GV0015515 BF029
GV0015516 BF029
GV0015517 BF029
GV0015518 BFO029
GV0015519 BF029
GV0015520 BF029
GV0015521 BF029
GV0015522 BF029
GV0015523 BF029
GV0015524 BF029
GV0015525 BF029
GV0015526 BF029
GV0015527 BF029
GV0015528 BF029
GV0015529 BF029
GV0015530 BF029
GV0015531 BF029
GV0015532 BF029
GV0015533 BF029
GV0015534 BF029
GV0015535 BF029
GV0015536 BF029
GV0015537 BF029
GV0015538 BF029
GV0015539 BF029
GV0015540 BF029
GV0015541 BF029
GV0015542 BF029
GV0015543 BF029
GV0015544 BF029
GV0015545 BF029
GV0015546 BF029
GV0015547 BF029
GV0015548 BF029
GV0015549 BF029

O)U'I-hODl\J—\O)O'ILOJl\)—\0)01-hOOI\J—AO)O‘I-bOJN—\O)(nA(AJI\)—\O)UWAwM—\CDO‘IAwN—\
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Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1 4/21/2022
Manufacturer: Catalina Cylinders/Garden Grove

Independent Inspector: T.H. Cochrane Labs 11:04:36AM
Cylinder Type:  S80-£2-33 Test Station: Hydro 4
Test Pressure: 4500
' Actual Total Perm ' Ratio Empty  Full Volume pass  Test
Serial Number Lot No. Jaﬁck)et Expan Expan Perm/Tot Weight Weight Cap.acity or Fail Date
"~ (psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)

4500 6430 0.00 000 3134 56.05 68546  Pass 4/21/2022
4500 64.40 000 00.0 3136 5595  682.13  Pass 4/21/2022
4500 6400 000 000 3138 56.00 682.96  Pass 4/21/2022
4500 64.30 0.00 000 3138 56.00 682.96  Pass 4/21/2022
4500 64.40 000  00.0 3134 56.10  686.84  Pass 4/21/2022
4500 6420 0.00  00.0 3140 56.00  682.40  Pass 4/21/2022
4500 6420 0.00 000 3142 5595  680.46  Pass 4/21/2022
4500 6450 0.00  00.0 3138 56.05  684.35  Pass 4/21/2022
4500 6420 0.00 000 3136 5595  682.13  Pass 4/21/2022
4500 6440 000 000 3134 5595  682.68  Pass 4/21/2022
4500 6490 0.00 000 3138 56.00 682.96  Pass 4/21/2022
4500 6470 000 000 3134 56.00  684.07  Pass 4/21/2022
4500 6460 0.00 000 3130 56.00 68518  Pass 4/21/2022
4500 6460 0.00 - 000 3132 56.00  684.62  Pass 4/21/2022
4500 6420 0.00 000 3136 56.00 68351  Pass 4/21/2022
4500 6450 0.00 000 3136 5595  682.13  Pass 4/21/2022
4500 6490 000 000 3136 56.00 68351  Pass 4/21/2022
4500 6480 0.00 000 3136 5595  682.13  Pass 4/21/2022
4500 6440 000 000 3138 56.05  684.35  Pass 4/21/2022
4500 6480 0.00 000 3134 56.05 68546  Pass 4/21/2022
4500 6430 0.00 000 3138 56.05  684.35  Pass 4/21/2022
4500 6460 000 000 3138 56.05  684.35  Pass 4/21/2022
4500 6470 0.00 000 3136 56.05  684.90  Pass 4/21/2022
4500 6460 0.00  00.0 3142 55.95  680.46  Pass 4/21/2022
4500 6450 0.00  00.0 3142 55.95  680.46  Pass 4/21/2022
4500 6460 0.00 000 3132 56.00 68462  Pass 4/21/2022
4500 6430 0.00 000 3138 56.00 682.96  Pass 4/21/2022
4500 6450 0.00 000 3132 56.00 684.62  Pass 4/21/2022
4500 6480 000 00.0 3134 56.00  684.07  Pass 4/21/2022

GV0015550 BF029
GV0015551 BF029
GV0015552 BF029
GV0015553 BF029
GV0015554 BF029
GV0015555 BF029
GV0015556 BF029
GV0015557 BF029
GV0015558 BF029
GV0015559 BF029
GV0015560 BF029
GV0015561 BF029
GV0015562 BF029
GV0015563 BF029
GV0015564 BF029
GV0015565 BF029
GV0015566 BF029
GV0015567 BF029
GV0015568 BF029
GV0015569 BF029
GV0015570 BF029
GV0015571 BF029
GV0015572 BF029
GV0015573 BF029
GV0015574 BF029
GV0015575 BF029
GV0015576 BF029
GV0015577 BF029
GV0015578 BF029
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Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1 4/21/2022
Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs 3:12:32PM
Cvlinder Type: - S80-E2-33 Test Station: Hydro 4

Test Pressure: 4500

i Actual Total ~ Perm Ratio Empty ~ Full  Volume pass  Test
Serial Number Lot No.  Jacket TP Expan Expan Perm/Tot Weight Weight Cap.ac|ty or Fail Date.
(ps) (cc)  (cc) (%) (ibs) (Ibs)  (cu-in)

4500 64.40 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
4500 6460 0.00 00.0 31.32 55.95 683.24 Pass 4/21/2022
4500 64.20 0.00 00.0 31.32 56.00 684.62 Pass 4/21/2022
4500 64.30 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
4500 64.90 0.00 00.0 31.36 55.95 682.13 Pass 4/21/2022
4500 64.60 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
4500 64.40 0.00 00.0 31.36 55.95 682.13 Pass 4/21/2022
4500 64.90 0.00 © 0.0 31.34 56.00 684.07 Pass 4/21/2022
4500 6450 0.00 00.0 31.34 55.95 682.68 Pass 4/21/2022
4500 64.50 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
4500 65.10 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
4500 64.70 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
4500 64.40 0.00 00.0 31.38 56.00 682.96 Pass 4/21/2022
4500 64.70 0.00 00.0 31.38 56.00 682.96 Pass 4/21/2022
4500 64.50 0.00 00.0 31.38 56.00 682.96 Pass 4/21/2022
4500 64.60 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
4500 64.60 0.00 00.0 31.32 55.95 683.24 Pass 4/21/2022
4500 64.80 0.00 00.0 31.36 55.95 682.13 Pass 4/21/2022
4500 64.50 0.00 00.0 31.34 55.95 682.68 Pass 4/21/2022
4500 64.80 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
4500 64.50 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
4500 64.70 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
4500 64.90 0.00 00.0 31.38 55.95 681.57 Pass 4/21/2022
4500 6490 0.00 0.0 31.32 56.00 684.62 Pass 4/21/2022
4500 64.50 0.00 00.0 31.36 55.95 682.13 Pass 4/21/2022
4500 64.70 0.00 00.0 31.32 56.10 687.40 Pass 4/21/2022
4500 64.50 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
4500 64.70  0.00 00.0 31.38 56.95 681.57 Pass 4/21/2022
4500 64.80 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
4500 64.80 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
4500 64.50 0.00 00.0 31.38 56.00 682.96 Pass 4/21/2022
4500 64.50 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
4500 64.40 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
4500 64.70 0.00 00.0 31.40 56.00 682.40 Pass 4/21/2022
4500 65.00 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
4500 64.80 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
4500 64.60 0.00 00.0  31.36 55.95 682.13 Pass 4/21/2022
4500 65.20 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
4500 64.90 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
4500 64.80 0.00 - @00 31.34 56.00 684.07 Pass 4/21/2022
4500  65.20 0.10 00.2 31.34 56.05 685.46 Pass 4/21/2022
4500 64.90 0.10 00.2 31.36 56.00 683.51 Pass 4/21/2022

GV0015579 BF030
GV0015580 BFO30
GV0015581 BF030
GV0015582 BF030
GV0015583 BF030
GV0015584 BFO30
GV0015585 BFO30
GV0015586 BFO30
GV0015587 BF030
GV0015588 BF030
GV0015589 BFO30
GV0015590 BF030
GV0015591 BF030
GV0015592 BF030
GV0015593 BFO30
GV0015594 BF030
GV0015595 BF030
GV0015596 BF030
GV0015597 BFO30
GV0015598 BF030
GV0015599 BF030
GV0015600 BF030
GV0015601 BF030
GV0015602 BFO30
GV0015603 BF030
GV0015604 BF030
GV0015605 BF030
GV0015606 BF030
GVv0015607 BFO30
GVv0015608 BF030
GV0015609 BFO30
GV0015610 BF030
GV0015611 BF030
GV0015612 BF030
GV0015613 BF030
GV0015614 BF030
GV0015615 BFO030
GV0015616 BF030
GV0015617 BF030
GV0015618 BF030
GV0015619 BFO30
GV0015620 BF030
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Record Of Hydrostatic Testing
In accordance with CGA Pamphlet C-1

Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs

Cylinder Type:

S80-E2-33

RN

4/21/2022
3:12:32PM

Test Station: Hydro 4

Test Pressure: 4500
i Actual Total Ratio Empty Full Volume  Pass Test
Serial Number Lot No.  Jacket Expan Ei;r:n Perm/Tot Weight ~ Weight Capacity orFail Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)

GV0015621 BF030 1 4500 64.60 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015622 BF030 2 4500 64.80 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015623 BF030 3 4500 64.70 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015624 BF030 4 4500 64.90 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015625 ~ BF030 5 4500 6500 0.00 000 3138 5600 68296  Pass 4/21/2022
GV0015626 BF030 6 4500 65.20 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015627 BF030 1 4500 64.80 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015628 BF030 2 4500 64.90 0.00 00.0 31.36 56.10 686.29 Pass 4/21/2022
GV0015629 BF030 3 4500 64.40 0.00 00.0 31.38 56.00 682.96 Pass 4/21/2022
GV0015630 BF030 4 4500 64.40 0.00 Q0.0 31.34 55.95 682.68 Pass 4/21/2022
GV0015631 BF030 5 4500 64.80 0.00 00.0 31.30 56.00 685.18 Pass 4/21/2022
GV0015632 BF030 6 4500 65.30 0.20 00.3 31.34 56.00 684.07 Pass 4/21/2022
GV0015633 BF030 1 4500 64.30 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015634 BF030 2 4500 64.50 0.00 00.0 31.36 56.15 687.67 Pass 4/21/2022
GV0015635 BF030 3 4500 64.20 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015636 BF030 4 4500 64.40 0.00 00.0 31.36 5595 682.13 Pass 4/21/2022
GV0015637 BF030 5 4500 64.80 0.00 00.0 31.28 5595 684.35 Pass 4/21/2022
GV0015638 BFO030 6 4500 64.80 0.00 00.0 31.32 55.95 683.24 Pass 4/21/2022
GV0015639 BF030 1 4500 64.60 0.00 00.0 31.30 56.00 685.18 Pass 4/21/2022
GV0015640 BF030 2 4500 64.90 0.00 00.0 31.38 56.10 685.73 Pass 4/21/2022
GV0015641 BF030 3 4500 64.70 0.00 00.0 31.34 55.90 681.29 Pass 4/21/2022
GV0015642 BFO030 4 4500 64.60 0.00 00.0 31.30 55.95 683.79 Pass 4/21/2022
GV0015643 BFO030 5 4500 65.30 0.10 00.2 31.34 55.95 682.68 Pass 4/21/2022
GV0015644 BF030 6 4500 64.80 0.00 00.0 31.34 5595 682.68 Pass 4/21/2022
GV0015645 BFO030 1 4500 64.50 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015646 BFO030 2 4500 64.70 0.00 Q0.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015647 BF030 3 4500 64.20 0.00  00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015648 BF030 4 4500 64.70 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015649 BF030 5 4500 65.20 0.20 00.3 31.32 56.00 684.62 Pass 4/21/2022
GV0015650 BF030 6 4500 64.60 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015651 BF030 1 4500 64.50 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015652 BF030 2 4500 64.70 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015653 BF030 3 4500 64.60 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015654 BF030 4 4500 64.80 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015655 BF030 5 4500 65.20 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015656 BF030 6 4500 65.00 0.00 00.0 31.40 56.05 683.79 Pass 4/21/2022
GV0015657 BF030 1 4500 64.60 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015658 BF030 2 4500 64.80 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015659 BF030 3 4500 64.20 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015660 BFO030 4 4500 64.70 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015661 BF030 5 4500 65.10 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015662 BF030 6 4500 64.70 0.00 Q0.0 31.36 56.00 683.51 Pass 4/21/2022

e
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Record Of Hydrostatic Testing
In accordance with CGA Pamphlet C-1

Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs

Cylinder Type:

S80-E2-33

4/21/2022

Test Station: Hydro 4

3:12:32PM

Test Pressure: 4500
i Actual Total Ratio Empty  Full Volume Pass  Test
Serial Number Lot No. Ja,\(il;at e Ei;’:ﬂ PermTot Weight  Weight Capacity or Fail  Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)
GV0015663 BF030 1 4500 64.30 0.00 00.0 31.34 55.95 682.68 Pass 4/21/2022
GV0015664 BF030 2 4500 64.70 0.00 00.0 31.32 56.10 687.40 Pass 4/21/2022
GV0015665 BF030 3 4500 64.20 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015666 BF030 4 4500 64.30 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015667 BF030 5 4500 64.90 0.00 00.0 31.32 5595 683.24 Pass 4/21/2022
GV0015668 BF030 6 4500 64.70 0.00 00.0 31.32 56.00 684.62 Pass 4/21/2022
GV0015669 BF030 1 4500 64.40 0.00 00.0 31.34 55.95 682.68 Pass 4/21/2022
GV0015670 BFO030 2 4500 64.80 0.00 00.0 31.32 56.00 684.62 Pass 4/21/2022
GV0015671 BF030 3 4500 64.10 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015672 BF030 4 4500 64.60 0.00 00.0 31.32 56.05 686.01 Pass 4/21/2022
GV0015673 BF030 5 4500 65.00 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015674 BFO030 6 4500 64.90 0.00 00.0 31.38 55.95 681.57 Pass 4/21/2022
GV0015675 BF030 1 4500 64.40 0.00 00.0 31.30 56.00 685.18 Pass 4/21/2022
GV0015676 BF030 2 4500 64.60 0.00 00.0 31.36 56.10 686.29 Pass 4/21/2022
GV0015677  BF030 3 4500 6430 0.00 000 3134 56.05 68546  Pass 4/21/2022
GV0015678 BF030 4 4500 64.40 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015679 BF030 5 4500 65.00 0.00 00.0 31.34 56.10 686.84 Pass 4/21/2022
GV0015680 BF030 6 4500 64.70 0.00 00.0 31.32 56.05 686.01 Pass 4/21/2022
GV0015681 BF030 1 4500 64.30 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015682 BF030 2 4500 64.70 0.00 00.0 31.32 56.00 684.62 Pass 4/21/2022
GV0015683 BF030 3 4500 64.10 0.00 00.0 31.36 56.15 687.67 Pass 4/21/2022
GV0015684  BF030 4 4500 6450 0.00 00.0 3136 5610 68629  Pass 4/21/2022
GV0015685 BF030 5 4500 65.00 0.00 00.0 31.34 55.95 682.68 Pass 4/21/2022
GV0015686 BF030 6 4500 64.70 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015687 BF030 1 4500 64.50 0.00 00.0 31.38 55.95 681.57 Pass 4/21/2022
GVv0015688 BF030 2 4500 64.80 0.10 00.2 31.34 56.00 684.07 Pass 4/21/2022
GV0015689 BF030 3 4500 64.40 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015690 BF030 4 4500 64.40 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015691 BF030 5 4500 65.00 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015692 BF030 6 4500 64.90 0.10 00.2 31.36 56.00 683.51 Pass 4/21/2022
GV0015693 BF030 1 4500 64.40 0.00 0.0 31.36 55.95 682.13 Pass 4/21/2022
GV0015694 BF030 2 4500 64.80 0.00 00.0 31.38 56.00 682.96 Pass 4/21/2022
GV0015695 BF030 3 4500 64.30 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015696 BF030 4 4500 64.60 0.00 00.0 31.36 56.05 684.90 Pass 4/21/2022
GV0015697  BF030 5 4500 6500 0.00 000 3136 5600 68351  Pass 4/21/2022
GV0015698 BF030 6 4500 64.90 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015699 BF030 1 4500 64.50 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015700 BF030 2 4500 64.80 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
GV0015701 BF030 3 4500 64.30 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015702 BF030 4 4500 64.60 0.30 00.5 31.40 56.10 685.18 Pass 4/21/2022
GV0015703 BF030 5 4500 64.90 0.00 00.0 31.44 56.10 684.07 Pass 4/21/2022
GV0015704 BF030 6 4500 64.70 0.00 00.0 31.36 5595 682.13 Pass 4/21/2022
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'Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1
Manufacturer: Catalina Cylinders/Garden Grove

Independent Inspector: T.H. Cochrane Labs
Cylinder Type: S80-E2-33
Test Pressure: 4500

' i Empty
Serial Number Lot No. ket Actual Total  Perm Ratio _
Jacke Expan Expan Perm/Tot Weight

(psi)  (cc) (cc) (%) (lbs)

4/21/2022
3:12:32PM

Test Station: Hydro 4

Full Volume  Pass Test
Weight Capacity or Fail Date
(Ibs) (cu-in)

GV0015705 BFO30
GV0015706 BF030
GV0015707 BFO30
GVv0015708 BFO30
GV0015709 BF030

4500 64.40 0.00 00.0 3132
4500 6450 0.00  00.0 3132
4500 64.30 0.00  00.0 3134
4500 64.40 0.00  00.0 3134
4500 64.70 0.00 ° C0.0 3134

O~ 0N -
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55.95 683.24 Pass 4/21/2022
55.95 683.24 Pass 4/21/2022
55.95 682.68 Pass 4/21/2022
56.00 684.07 Pass 4/21/2022
56.00 684.07 Pass 4/21/2022
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Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1 4/21/2022
Manufacturer: Catalina Cylinders/Garden Grove .
Independent Inspector: T.H. Cochrane Labs ‘ 3:14:53PM

Cylinder Type:  580-E2-33 Test Station: Hydro 4

Test Pressure: 4500

i Actual Total Perm Ratio Empty Full Volume  Pass Test
Serial Number Lot No.  Jacket Expan Expan Perm/Tot Weight Weight Capgcity or Fail Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)

GVv0015710 BFO3t
GV0015711 BFO3§
GV0015712 BFO3i
GV0015713 BFO3}
GV0015714 BFO34
GV0015715 BFO3t
GV0015716 BFO3i
GV0015717 BFO3i
GV0015718 BFO3j
GV0015719 BFO3i
GV0015720 BFO3}
GV0015721 BFO31
GV0015722 BFO3i
GV0015723 BFO3}
GV0015724 BFO34
GV0015725 BFOSH
GV0015726 BFO31
GV0015727 BFO31
GV0015728 BFO31

4500 64.50 0.00 00.0 31.36 56.00 683.51 Pass 4/21/2022
4500 64.70 0.00 00.0 31.32 56.00 684 .62 Pass 4/21/2022
4500 6440 0.00 00.0 31.36 55.95 682.13 Pass 4/21/2022
4500 64.40 0.00 00.0 31.34 55.95 682.68 Pass 4/21/2022
4500 6440 0.00 00.0 31.30 55.90 682.40 Pass 4/21/2022
4500 6460 0.00 00.0 31.34 55.90 681.29 Pass 4/21/2022
4500 6460 0.00 00.0 31.30 56.00 685.18 Pass 4/21/2022
4500 66.10 0.80 01.2 31.28 56.00 685.73 Pass 4/21/2022
4500 64.70 0.00 00.0 31.32 55.90 681.85 Pass 4/21/2022
4500 6430 0.00 =  00.0 31.32 55.95 683.24 Pass 4/21/2022
4500 6460 0.00 00.0 31.28 56.10 688.51 Pass 4/21/2022
4500 6510 0.10 00.2 31.30 56.05 686.57 Pass 4/21/2022
4500 65.30 0.00 00.0 31.32 56.05 686.01 Pass 4/21/2022
4500 64.90 0.00 00.0 31.28 56.05 687.12 Pass 4/21/2022
4500 64.80 0.00 00.0 31.28 56.05 687.12 Pass 4/21/2022
4500 6420 0.00 00.0 31.30 55.95 683.79 Pass 4/21/2022
4500 64.80 0.00 00.0 31.32 56.00 684.62 Pass 4/21/2022
4500 65.00 0.00 00.0 31.22 56.00 687.40 Pass 4/21/2022
4500 65.00 0.00 00.0 31.20 55.85 683.79 Pass 4/21/2022
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Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1

Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs

4/21/2022

4:29:58PM

Cylinder Type:  S80-E2-33 Test Station: Hydro 4
Test Pressure: 4500
. Actual Total Ratio Empty Full Volume  Pass Test
Serial Number Lot No. Jar\c;,g.et TP Expan Ei’g:n PermTot Weight ~ Weight Capacity or Fail  Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)
GV0015729 BF031 1 4500 64.70 0.00 00.0 31.28 55.80 680.18 Pass 4/21/2022
GV0015730 BF031 2 4500 64.90 0.00 00.0 31.26 55.85 682.13 Pass 4/21/2022
GV0015731  BF031 3 4500 6420 000 000 3118 56.00 68851  Pass 4/21/2022
GV0015732 BF031 4 4500 64.60 0.00 000 31.18 55.95 687.12 Pass 4/21/2022
GV0015733 BF031 5 4500 65.20 0.00 00.0 31.20 56.05 689.34 Pass 4/21/2022
GV0015734 BF031 1 4500 64.80 0.00 00.0 31.18 55.90 685.73 Pass 4/21/2022
GV0015735 BF031 2 4500 64.70 0.00 00.0 31.18 55.85 684.35 Pass 4/21/2022
GV0015736 BF031 3 4500 64.40 0.00 00.0 31.16 55.85 684.90 Pass 4/21/2022
GV0015737 BF031 4 4500 65.00 0.00 00.0 31.36 55.85 679.35 Pass 4/21/2022
GV0015738 BF031 5 4500 65.10 0.00 00.0 31.20 55.85 683.79 Pass 4/21/2022
GV0015739 BF031 6 4500 65.40 0.10 00.2 31.20 55.95 686.57 Pass 4/21/2022
GV0015740 BF031 1 4500 64.70 0.00 00.0 31.18 56.00 688.51 Pass 4/21/2022
GV0015741 BF031 2 4500 65.20 0.00 00.0 31.20 55.85 683.79 Pass 4/21/2022
GV0015742 BF031 3 4500 64.20 0.00 00.0 31.32 55.95 683.24 Pass 4/21/2022
GV0015743 BF031 4 4500 64.60 0.00 00.0 31.18 55.85 684.35 Pass 4/21/2022
GV0015744 BF031 5 4500 65.20 0.10 00.2 31.22 55.95 686.01 Pass 4/21/2022
GV0015745  BF031 6 4500 6480 000 000 3136 5600 68351 Pass 4/21/2022
GV0015746 BF031 1 4500 64.40 0.00 00.0 31.18 55.95 687.12 Pass 4/21/2022
GV0015747 BF031 2 4500 64.80 0.00 00.0 31.34 56.00 684.07 Pass 4/21/2022
GV0015748 BF031 3 4500 64.30 0.00 - Q0.0 31.22 56.05 688.78 Pass 4/21/2022
GV0015749 BF031 4 4500 64.80 0.00 00.0 31.32 56.05 686.01 Pass 4/21/2022
GV0015750 BF031 5 4500 65.20 0.00 00.0 31.34 56.05 685.46 Pass 4/21/2022
GV0015751 BF031 6 4500 65.20 0.10 00.2 31.30 56.05 686.57 Pass 4/21/2022
GV0015752 BF031 1 4500 64.30 0.00 00.0 31.32 56.00 684.62 Pass 4/21/2022
GV0015753 BF031 2 4500 64.80 0.00 00.0 31.36 55.90 680.74 Pass 4/21/2022
GV0015754 BF031 1 4500 64.70 0.00 00.0 31.32 55.95 683.24 Pass 4/21/2022
GV0015755 BF031 2 4500 64.90 0.00 00.0 31.30 56.00 685.18 Pass 4/21/2022
GV0015756 BF031 3 4500 64.50 0.00 00.0 31.26 56.00 686.29 Pass 4/21/2022
GV0015757 BF031 4 4500 64.60 0.00 00.0 31.28 56.00 685.73 Pass 4/21/2022
GV0015758 BF031 5 4500 65.00 0.00 00.0 31.26 56.00 686.29 Pass 4/21/2022
GV0015759 BF031 6 4500 64.60 0.00 00.0 31.32 56.05 686.01 Pass 4/21/2022
GV0015760 BF031 1 4500 64.20 0.00 00.0 31.32 56.00 684 .62 Pass 4/21/2022
GV0015761 BF031 2 4500 64.40 0.00 00.0 31.30 5595 683.79 Pass 4/21/2022
GV0015762 BF031 3 4500 64.50 0.00 00.0 31.28 55.95 684.35 Pass 4/21/2022
GV0015763 BF031 4 4500 64.40 0.00 00.0 31.30 55.95 683.79 Pass 4/21/2022
GV0015764 BF031 5 4500 64.90 0.00 o Q0.0 31.34 55.85 679.91 Pass 4/21/2022
GV0015765 BF031 6 4500 64.20 0.00 00.0 31.30 55.85 681.02 Pass 4/21/2022
GV0015766 BF031 1 4500 64.90 0.00 00.0 31.26 55.85 682.13 Pass 4/21/2022
GV0015767 BF031 2 4500 64.90 0.00 00.0 31.20 55.80 682.40 Pass 4/21/2022
GV0015768 BF031 3 4500 64.60 0.00 00.0 31.24 55.75 679.91 Pass 4/21/2022
GV0015769 BF031 4 4500 64.60 0.00 00.0 31.18 55.85 684.35 Pass 4/21/2022
GV0015770 BF031 5 4500 65.10 0.00 00.0 31.34 55.85 679.91 Pass 4/21/2022
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Record Of Hydrostatic Testing
In accordance with CGA Pamphlet C-1

Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs

4/21/2022

4:29:58PM

Cylinder Type:  $80-E2-33 Test Station: Hydro 4
Test Pressure: 4500
- Actual Total Ratio Empty ~ Full Volume Pass  Test
Serial Number Lot No. Jal\cll;et TP Expan Eig:n Perm/Tot Weight ~ Weight Capacity orFail Date
’ (ps]) (CC) (CC) (%) ([bS) (le) (CU-ln)

GV0015771 BF031 6 4500 65.00 0.00 00.0 31.34 55.90 681.29 Pass 4/21/2022
GV0015772 BF031 1 4500 64.50 0.00 0.0 31.22 55.90 684.62 Pass 4/21/2022
GV0015773 BF031 2 4500 64.70 0.00 00.0 31.22 55.95 686.01 Pass 4/21/2022
GV0015774 BF031 3 4500 64.60 0.00 00.0 31.26 55.85 682.13 Pass 4/21/2022
GV0015775 BF031 4 4500 64.70 0.00 00.0 31.30 55.90 682.40 Pass 4/21/2022
GV0015776 BF031 1 4500 64.70 0.00 00.0 31.22 55.95 686.01 Pass 4/21/2022
GV0015777 BFO031 2 4500 64.90 0.00 00.0 31.24 55.90 684.07 Pass 4/21/2022
GV0015778 BF031 4 4500 64.70 0.00 00.0 31.28 55.85 681.57 Pass 4/21/2022
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Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1 421/2022
Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs . 5:35:25PM

Cylinder Type: S80-E2-33 Test Station: Hydro 4

Test Pressure: 4500

' Actual Total Perm Ratio Empty Full Volume  Pass Test
Serial Number Lot No.  Jacket Expan Expan Perm/Tot Weight Weight Capacity or Fail  Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)

4500 6450 0.00 000 3122 5585 68324  Pass 4/21/2022
4500 6460 000 000 3122 5590 68462  Pass 4/21/2022
4500 6450 000 000 3118 5585 68435  Pass 4/21/2022
4500 6450 0.00 000 3120 5590 68518  Pass 4/21/2022
4500 6430 0.00 000 3120 5595  686.57  Pass 4/21/2022
4500 6470 0.00  00.0 3120 56.00 687.95  Pass 4/21/2022
4500 6440 0.00  00.0 3144 56.00 68129  Pass 4/21/2022
4500 6490 0.00  00.0 3146 5595  679.35  Pass 4/21/2022
4500 6440 000 000 3142 5595 68046  Pass 4/21/2022
4500 64.40 0.00  00.0 3142 56.00 681.85  Pass 4/21/2022
4500 6500 0.00 . - 00.0 3142 5610  684.62  Pass 4/21/2022
4500 6480 0.00 000 3146 56.05 68213  Pass 4/21/2022
4500 6460 0.00 000 3142 5595 68046  Pass 4/21/2022
4500 6470 0.00 000 3142 56.05 ~ 683.24  Pass 4/21/2022
4500 64.10 0.00 00.0 3138 56.00 682.96  Pass 4/21/2022
4500 6440 0.00 000 3152 56.05 68046  Pass 4/21/2022
4500 6500 0.00 000 3144 56.00 68129  Pass 4/21/2022
4500 6460 0.00 000 3146 56.05  682.13  Pass 4/21/2022
4500 6440 000 000 3134 5595  682.68  Pass 4/21/2022
4500 6460 000 00.0 3136 5595  682.13  Pass 4/21/2022
4500 6420 0.00 000  31.30 5595  683.79  Pass 4/21/2022
4500 6450 0.00 000 3132 5505  683.24  Pass 4/21/2022
4500 6480 0.00 000 3124 56.00 686.84  Pass 4/21/2022
4500 6460 0.00 000 3132 56.00 68462  Pass 4/21/2022
4500 6460 0.00 000 3134 5590 68129  Pass 4/21/2022
4500 6480 000 000 3134 56.00  684.07 Pass 4/21/2022
4500 6420 000 000 3128 5595  684.35  Pass 4/21/2022
4500 6450 0.00 000 3134 5590 68129  Pass 4/21/2022
4500 65.10 0.00  00.0 3134 5595  682.68  Pass 4/21/2022
4500 6480 0.00 000 3132 5590 68185  Pass 4/21/2022
4500 6420 0.00 000  31.30 5590  682.40  Pass 4/21/2022
4500 6420 0.00 000 3126 5505  684.90  Pass 4/21/2022
4500 6420 0.00 000 3126 5590 68351  Pass 4/21/2022
4500 6430 0.00 000 3134 56.05 68546  Pass 4/21/2022
4500 6460 000  00.0 3128 5610  688.51  Pass 4/21/2022
4500 6420 000 000 3132 56.10  687.40  Pass 4/21/2022
4500 6400 0.00 000 3132 56.05  686.01  Pass 4/21/2022
4500 6440 0.00 000 3134 56.05 68546  Pass 4/21/2022
4500 6380 0.00 000 3136 56.15  687.67  Pass 4/21/2022
4500 6430 000 000 3132 56.10  687.40  Pass 4/21/2022
4500 6450 0.00 000 3136 56.05  684.90  Pass 4/21/2022
4500 6430 0.00 00.0 3142 5610  684.62  Pass 4/21/2022
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Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1 4/21/2022
Manufacturer: Catalina Cylinders/Garden Grove

Independent Inspector: T.H. Cochrane Labs 5:35:25PM
Cylinder Type:  S80-E2-33 Test Station: Hydro 4
Test Pressure: 4500
. i Full Volume P Test
N Actual Total ~ Perm Ratio Empty . °  Pass
Serial Number Lot No.  Jacket Expan Expan Perm/Tot Weight Weight Cap'aCIty or Fail Date
(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)

4500 6410 0.00 000 3136 56.05  684.90  Pass 4/21/2022
4500 6460 0.00 000 3134 56.05 68546  Pass 4/21/2022
4500 6400 000 000 3140 56.10 68518  Pass 4/21/2022
4500 6450 0.00 000  31.38 55.95  681.57  Pass 4/21/2022
4500 6490 000 000 3138 56.00  682.96  Pass 4/21/2022
4500 6470 0.00 000 3140 56.05  683.79  Pass 4/21/2022
4500 6430 000 000  31.38 56.05  684.35  Pass 4/21/2022
4500 64.80 0.00 000 3134 55.90 68129  Pass 4/21/2022
4500 6420 0.00 000 3136 56.05  684.90  Pass 4/21/2022
4500 6470 000 000  31.38 56.00  682.96  Pass 4/21/2022
4500 6500 0.00 000 3128 56.00 68573  Pass 4/21/2022
4500 6460 000 000 3140 55.95  681.02  Pass 4/21/2022
4500 6440 000 000 3136 56.05  684.90  Pass 4/21/2022
4500 6470 0.00 000 3136 55.95  682.13  Pass 4/21/2022
4500 6430 0.00 Q0.0 3134 56.00  684.07  Pass 4/21/2022
4500 6460 0.00 000 3138 56.00 682.96  Pass 4/21/2022
4500 6490 000 000 3130 56.05  686.57  Pass 4/21/2022
4500 64.80 000 000 3140 56.00  682.40  Pass 4/21/2022
4500 6460 0.00 000 3136 56.00  683.51  Pass 4/21/2022
4500 6480 000 000 3138 5590 680.18  Pass 4/21/2022
4500 6420 0.00 000 3134 5595  682.68  Pass 4/21/2022
4500 6470 0.00 000 3128 56.00 68573  Pass 4/21/2022
4500 6460 000 000 3126 56.00 68629  Pass 4/21/2022
4500 6490 010 002 3130 56.00 68518  Pass 4/21/2022
4500 6410 000 000 31.34 55.95  682.68  Pass 4/21/2022
4500 6490 010 002 3138 56.00 682.96  Pass 4/21/2022
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Record Of Hydrostatic Testing

In accordance with CGA Pamphlet C-1 421/2022
Manufacturer: Catalina Cylinders/Garden Grove
Independent Inspector: T.H. Cochrane Labs 6:13:42PM
Cviinder Type:  S80-E2-33 Test Station: Hydro 4
Test Pressure: 4500
' Actual Total Perm Ratio Empty Full Volume  Pass Test
Serial Number Lot No. Jacket TP Expan Expan Perm/Tot Weight Weight  Capacity or Fail Date

(psi)  (cc) (cc) (%) (Ibs) (Ibs) (cu-in)

4500 6450 000 000 31.36 56.10  686.29  Pass 4/21/2022
4500 64.90 0.00 000 3130 56.05 68657  Pass 4/21/2022
4500 6450 000 000 3126 5575 67935  Pass 4/21/2022
4500 64.80 0.00 000 3138 5595 68157  Pass 4/21/2022
4500 64.90 0.00 000 3136 56.00  683.51 Pass 4/21/2022
4500 6540 0.00 000 3128 5595 68435  Pass 4/21/2022
4500 64.60 000 000 3128 5595 68435  Pass 4/21/2022
4500 65.00 0.00 000 3130 5585  681.02  Pass 4/21/2022
4500 6450 000 000 3132 5580  679.08  Pass 4/21/2022
4500 64.70 000 000 3126 56.00 68629  Pass 4/21/2022
4500 6530 0.00 000 3128 56.00 68573  Pass 4/21/2022
4500 6520 0.00 000 3122 56.00 687.40  Pass 4/21/2022
4500 6450 000 000 3114 56.00 689.62  Pass 4/21/2022
4500 64.90 0.00 000 3128 5505 68435  Pass 4/21/2022
4500 6450 000 Q0.0 3128 5500 68296  Pass 4/21/2022
4500 6470 000 000 3128 5590  682.96  Pass 4/21/2022
4500 64.90 0.00 000 3130 5505 68379  Pass 4/21/2022
4500 64.80 000 000 3122 56.00 687.40  Pass 4/21/2022
4500 6460 0.00 000 3118 5590 68573  Pass 4/21/2022
4500 6530 0.00 000 3122 56.00  687.40  Pass 4/21/2022
4500 6440 000 000 3120 56.00 687.95  Pass 4/21/2022
4500 6500 000 000 3128 56.00 68573  Pass 4/21/2022
4500 6570 030 005 3120 5590 68518  Pass 4/21/2022
4500 65.00 0.00 000 3132 5505 68324  Pass 4/21/2022
4500 6430 0.00 000  31.30 55.80  679.63  Pass 4/21/2022
4500 6490 000 000 3132 5590 68185  Pass 4/21/2022
4500 64.60 0.00 000 3120 55.80 68240  Pass 4/21/2022
4500 6450 0.00 000 3132 56.00  684.62  Pass 4/21/2022
4500 6510 0.00 000 3120 5595 68657  Pass 4/21/2022
4500 6470 0.00 000 3126 5595 68490  Pass 4/21/2022
4500 64.50 0.00 Q0.0 3120 5585 68379  Pass 4/21/2022
4500 64.80 0.00 0.0  31.30 5590 68240  Pass 4/21/2022
4500 64.80 0.00 000 3118 5595  687.12  Pass 4/21/2022
4500 6480 010 002 3126 5590 68351 Pass 4/21/2022
4500 6460 0.00 000  31.30 55.85  681.02  Pass 4/21/2022
4500 6450 0.00 000 3126 56.10  689.06  Pass 4/21/2022
4500 6420 0.00 000 3118 56.05  689.89  Pass 4/21/2022
4500 6470 0.00 000  31.32 5595 68324  Pass 4/21/2022
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